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Abstract: The increasing penetration of PV into the distribution grid leads to congestion, causing
detrimental power quality issues. Moreover, the multiple small photovoltaic (PV) systems and
battery energy storage systems (BESSs) result in increasing conversion losses. A low-voltage DC
(LVDC) backbone to interconnect these assets would decrease the conversion losses and is a promising
solution for a more optimal integration of PV systems. The multiple small PV systems can be replaced
by shared assets with large common PV installations and a large BESS. Sharing renewable energy and
aggregation are activities that are stimulated by the European Commission and lead to a substantial
benefit in terms of self-consumption index (SCI) and self-sufficiency index (SSI). In this study, the
benefit of an LVDC backbone is investigated compared to using a low-voltage AC (LVAC) system. It
is found that the cable losses increase by 0.9 percent points and the conversion losses decrease by 12
percent points compared to the traditional low-voltage AC (LVAC) system. The SCI increases by 2
percent points and the SSI increases by 6 percent points compared to using an LVAC system with
shared meter. It is shown that an LVDC backbone is only beneficial with a PV penetration level of
65% and that the BESS can be reduced by 22% for the same SSI.
Keywords: LVDC; self-sufficiency index; load aggregation; power converters; photovoltaic; efficiency
1. Introduction
The increasing concern about climate change has incited the European Commission
to set up a European Green Deal. The Green Deal provides an action plan to make the
economy more sustainable—e.g., by the efficient usage of resources and moving to a clean
and circular economy. The key target for 2030 is to achieve a share of renewable energy
sources (RES) of at least 32% and an improvement in the energy efficiency by at least 32.5%
[1]. It is obvious that this will lead to an energy landscape which will be highly dominated
by wind and photovoltaic (PV) energy. Today, many residential and industrial distribution
grid users have already installed PV on their roof. However, at the moment more than 90%
of usable rooftops all over Europe are still unused [2].
The increasing penetration of PV into the distribution grid can lead to increasing
congestion. This congestion could be translated towards higher energy losses and impact
on power quality aspects, such as voltage rise and voltage unbalances, which constrain the
PV hosting capacity. The many single-phase connected PV systems are causing unbalanced
voltage variations at each phase, resulting in power quality issues in the connected appli-
ances [3]. Concrete cases are already established in certain regions in Germany, where, due
to the increase in RES, voltage and capacity issues are occurring [4]. Those problems can
be avoided by implementing flexible solutions, such as demand response, battery storage,
or a combination of them. A more radical solution is to reinforce the grid. It is the task of
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the Distribution Network Operator (DNO) to face this challenge and weigh up the cost for
flexibility and grid reinforcement [5]. The study [6] investigated the impact of renewable
energy sources in the European distribution grid by 2050. It was found that in general,
for distribution grids with a share of RES higher than 60%, grid reinforcement is more cost-
effective. Additionally, the expected massive shift from internal combustion engine-based
vehicles to electrical vehicles (EV) exposes the distribution grid as well to many power
quality-related issues. Similar to the issues related to the increasing PV penetration, this
causes the necessity to primarily fully exploit the flexibility potential and, if absolutely
necessary, reinforce the grid [7].
Low-voltage DC (LVDC) distribution systems are gaining more and more attention
due to their many benefits. In [8], the power transfer capability was analysed and it
was found that, with the same cable, a 1.28 times greater power could be transported
by DC compared to the same system using AC. It is important to mention that for AC a
traditional three-phase 400 V AC system was considered, while for DC a unipolar 800 V
DC or a bipolar ± 400 V DC system was used. Given that, for AC, a four-wire cable was
considered, the power transfer capability could even be 2.56 when using two wires in DC
in parallel for the positive and zero pole. A higher DC voltage would further increase this
benefit. Consequently, for a unipolar DC system with two wires the maximal power can
be transferred over a cable length that is 1.80 times longer without violating the maximal
voltage drop.
As many household appliances such as EV chargers as well as distributed energy
resources (DER) operate on DC, the converter stage could be eliminated. Converters contain
semiconductors and capacitors, which are prone to failure. Consequently, the reliability and
lifetime of these systems will increase. Secondly, due to the elimination of the conversion
stage the system will be more efficient [9]. In [10], a loss analysis was conducted on a case
with 20 residential houses with a community PV system and a gas engine co-generation unit.
The comparison of the losses was carried out with these assets connected to a distribution
system operating on 200 V AC and a system operating on ± 200 V DC. The whole losses of
the DC system are around 15% lower than those of the LVAC system. The same analysis [11]
was conducted but only with a community PV system and an apartment with 20 residential
units, operating on the same AC and DC voltage. The most interesting result of this analysis
is the fact that an improvement in the efficiency is only achievable for PV installations
larger than 11 kW, which produce around 12% of the consumption on a yearly basis.
Notwithstanding all these advantages, LVDC systems still have to face many chal-
lenges. Firstly, there is a lack of commercially available products such as converters and
protection devices. Protection devices designed for AC rely on the natural zero-crossing
of the AC current. For LVDC systems, effective protection could be achieved by using
electronic-based protection devices, which are more expensive [12].
Today, almost no DC-compatible household appliances exist. It is obvious that a
complete shift to LVDC will need investments and will take considerable time. Secondly,
for a smoother development of those products, standardisation is needed on, for instance,
the voltage level. The maximum voltage applicable for LVDC systems is 1,500 V, as specified
in the IEC 60038 [13]. It should be mentioned that there is no single voltage that might
fit all devices, as it often depends on the application. The optimal voltage level could be
optimised by a trade-off of the following system parameters: efficiency, cost, and safety [14].
In [15], a voltage of ±350 V is proposed for high loads, such as electric vehicles or PV
installations. At the same time, this voltage could be used to connect household appliances,
as the conversion losses will be lower due to the low voltage difference compared to the
AC amplitude voltage of 325 V.
As has already been mentioned, a radical shift to LVDC in the distribution system
and the residential load will take much time and investment. A hybrid structure is today
more feasible and could pave the way for a gradual transition [16]. In this article, a grid
architecture is presented where the load is connected on a traditional low-voltage AC
(LVAC) system while the PV installations and battery energy storage system (BESS) are
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connected to an LVDC backbone. This architecture is especially applicable in urban areas
with clusters of town houses or apartments. Instead of having a PV installation for every
individual grid user with a DC/AC inverter each, one larger PV installation is applied on
the roofs for every building cluster and connected on the LVDC backbone. The same applies
for the BESS, as a larger BESS is connected to the LVDC backbone instead of multiple small
BESSs. The LVDC backbone is connected to the point of common coupling (PCC) of the
LVAC system via one large DC/AC inverter. Hence, the PV and BESS connected to the
LVDC backbone could be considered as a shared asset to provide the aggregated load
demand on the AC side.
By aggregating residential loads, a larger share of the total load could be covered by
the produced PV energy—i.e., the self-sufficiency index (SSI) increases. At the same time,
this leads to a minimal storage need for the same SSI [17]. In [18] the benefit of shared PV
and BESS compared to individual PV and BESS is evaluated based on the historical load
data of 21 houses. This was achieved by analysing the share of the produced energy that is
directly consumed by the individual or aggregated load—i.e., the self-consumption index
(SCI). The SCI increases by 15 percent points when the PV energy is shared compared
to in individual PV installations. When BESS and PV are shared, the SCI increases by
11 percent points compared to individual BESS and PV. The study [19] demonstrated
by a very in-depth analysis, based on a set of distribution networks containing different
realistic communities, the benefit of community BESS. It was found that a community
BESS could be sized 35% smaller than an individual BESS for the same SSI. A shared PV
installation can be very interesting for apartment residents. The large roof areas can offer
economies of scale and the aggregation of the different residential loads leads to an increase
in the SCI. An Australian study [20] showed that the SCI could increase by up to 30%
when aggregating 25 apartment residents. The higher the aggregation level, the higher
the increase in SCI compared to the SCI for an individual grid user. However, the study
also also showed that, from a certain aggregation level onwards, the SCI starts to saturate,
which means that the benefit of aggregation decreases.
A higher aggregation level leads to a higher load factor, which could be explained
by the fact that the baseload increases proportionally but the peak demand increases non-
proportionally due to the non-synchronity of the peaks. Moreover, the six parameters
describing the load duration curve of an aggregated load demand show a denser distri-
bution as the aggregation level increases. This would make the demand more predictable
and so improve the flexibility potential of the community [21–23]. The aggregation of
demand and sharing of generation and storage are activities that are stimulated by the
European Union (EU), aiming at incentivising citizens in order to get them involved in the
energy market. The EU presented in 2019 in their Clean Energy Package two new actors:
Renewable Energy Communities (RECs) and Citizen Energy Communities (CECs) [24]. It
is not within the scope of this article to discuss the legal aspects of these new actors more
in detail. However, it is important to notice the evolution to a more collective approach in
the energy system, both in the legal framework and in the rising number of pilot projects in
that context [25]. The aim of this study is to investigate the benefits of an LVDC backbone
in a community compared to a traditional AC grid. The possible benefits could be divided
into the following aspects:
1. Conversion and cable losses: As has already been discussed, in an LVDC backbone grid
architecture the number of converters is highly reduced. However, the number of
conversion stages is the same compared to a traditional AC grid. The multiple small
DC/AC inverters are replaced by one common inverter. The comparison of both
will be performed based on converter loss models. Secondly, the cable losses will be
analysed for both architectures. In a traditional AC grid, the produced and stored
energy can be directly consumed by the grid user, while for an architecture with an
LVDC backbone additional cable losses occur on the DC side. Nevertheless, the losses
can be reduced due to the higher operating DC voltage and the reduced unbalance.
Energies 2021, 14, 1420 4 of 28
2. SCI and SSI: It has been shown in various other works that the aggregation of demand
and sharing of PV and BESS increases the SCI and SSI. In this work, this will be
analysed taking into account the cable and converter losses that occur. This will be
carried out for three situations: a traditional AC architecture with individual PV and
BESS (i) without energy sharing and (ii) with energy sharing, as well as (iii) an LVDC
backbone architecture with energy sharing.
3. Savings in assets: The savings in PV and BESS are here analysed for an LVDC backbone
compared to a traditional AC grid with individual PV and BESS and the possibility to
share energy. The savings will be calculated assuming, as a starting point, that the
same benefits in terms of SSI should be achieved as with a traditional AC architecture
with energy sharing. The savings in assets could be translated into a saving of
materials and therefore an environmental benefit.
In Section 2, the analysed grid architectures as well as the case study are presented.
The consumption data and the solar irradiance data used in the study and the applied
methodology for calculating the power losses and the SCI and SSI are discussed in Section 3.
The LVDC backbone voltage applied in the study is determined based on an efficiency
optimisation in Section 4. In Section 5, the final results are presented and discussed. Finally,
further research aspects and conclusions are formulated in Sections 6 and 7.
2. Studied Systems
2.1. Grid Architectures
The architectures that will be studied in this article are shown in Figure 1.
Figure 1. Illustration of the considered architectures with (a) a traditional AC grid with individual
BESS and PV with an individual meter or shared meter (b) and an LVDC backbone with shared PV
and BESS.
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− Individual PV and BESS on AC grid without the possibility to share energy (Figure
1a): Every household has its own energy meter so that the energy provider can invoice
the household pro rata their electric consumption. The produced PV energy of each
household that has not been directly consumed or stored is injected into the grid.
As the feed-in tariff is declining every year or even phased out in some countries, it is
assumed in this study that the grid user could only benefit from the self-consumed
energy [26].
− Shared PV and BESS on AC grid with the possibility to share energy (Figure 1a):
The grid is considered as a closed distribution grid and its users forms a community.
Hence, the community is considered as a single entity connected to the grid, with one
single meter measuring the net consumed energy. The community will be invoiced pro
rata their net consumed energy, and this cost will be divided among the participants
according to their real consumption.
− Shared PV and BESS on LVDC backbone (Figure 1b): The same for this architecture,
however, the PV and BESS are now connected to a unipolar LVDC backbone. Instead of
having small individual PV installations and BESS, a larger community PV installation
as well as a community BESS is foreseen.
2.2. Case Description
For this study, a community size of 25 members is considered, as shown in Figure 2.
In [27], it has been proven that, for aggregation levels higher than 20, the benefit increase
for the community in terms of SSI and SCI is negligible. Moreover, based on data provided
by the Flemish DNO Fluvius and originating from a suburban area, 75% of low-voltage
distribution feeders have a maximum of 25 connections. Specifically for urban areas, the
number of connections in feeders is typically between 15 and 25 when considering detached
and semi-detached houses [28]. The community consists of 24 residential members and
one small or medium-sized enterprise (SME).
Figure 2. Illustration of the studied case with an LVDC backbone.
The heterogeneity of members is supported by the Renewable Energy Directive (RED)
and the Internal Electricity Market Directive (IEMD) in the context of providing “environ-
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mental, economic or social benefits for its shareholders or members or for the local areas where it
operates, rather than financial profits” [29]. Secondly, SMEs often have a certain potential
for PV due to their relatively large roof area and a load profile that is complementary to
residential load profiles. The residential members consist of ten town houses and two apart-
ment blocks with 8 and 6 apartments, which have each their own metered grid connection.
All the buildings are considered to be suitable for PV. To calculate the potential of PV, a
monocrystalline PV module of Yingli (YL230 P-29b) is considered with a peak power of 230
W. A tilt angle of 35◦ and an azimuth angle of 180◦ are selected as the most appropriate
configuration for the building roofs. The potential for PV is presented in Table 1.
Table 1. Rooftop PV potential for every building.
Building Cluster
j






1 350 50.8 145
2 490 71.1 55
3 360 52.3 145
4 510 74.1 55
Total 1,710 248.3 400
The total cable length is identical for both grid architectures. The cable length between
the different AC-connections of the houses is considered 10 m. For the LVDC backbone
architecture, the cable lengths are shown in Table 1. It should be noted that when an AC
grid architecture is considered, every grid user has its own PV installation as well as an
individual BESS. The PV capacity on the roof is subsequently divided between the users
proportional to their annual energy consumption (see Section 3.5).
3. Materials and Methods
3.1. Flowchart
Before the methodology is explained more in detail, a flowchart of the process is
presented in Figure 3. When considering a traditional AC grid architecture, the process is
started by populating the AC grid by randomly selected residential consumption profiles
and one single SME consumption profile (Figure 3a). Thereafter, the appropriate individual
PV and BESS systems are sized. Then, how the considered grid user is connected to the
grid—i.e., the type of connection and, if single-phase, the connected phase—is assessed.
Based on this information, a parameter table is drawn up with parameters as the in- and
output voltage of the converter or information regarding the grid connection. If this
information is known, the conversion losses and cable losses can be calculated and the SCI
and SSI of each individual grid user can be assessed for one complete year. This process is
repeated for every node, and once this is done for the 25 nodes the results are stored in a
table and a new iteration is started.
For an LVDC backbone architecture (Figure 3b), the PV and BESS system is sized
according to the aggregated consumption. After determining the conversion losses from the
DC/DC converters, a DC power flow analysis is performed in order to compute the cable
losses on the DC side. Afterwards, the losses due to the DC/AC-inverter are calculated.
Before computing the cable losses on the AC side, the type of connection as well as the
connected phases of the grid users on the AC side are defined. Finally, the SCI and SSI
are calculated and stored and a new iteration is started. Similarly, the losses, the SCI,
and SSI are computed for a complete year. This process is repeated for 100 iterations.
The number of iterations is chosen as a compromise between the computation time and
representativeness of the analysis. Both analyses are performed with a time horizon of one
year. The calculation is run on a computer with Intel(R) Core(TM) i7-8850H CPU with a
speed of 2.6 GHz and an installed RAM of 16 GB. The total computation time amounts to
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41,760 s (11.6 h) for computing the AC grid architecture and 1,100 s (0.31 h) for computing
the LVDC backbone architecture.
Figure 3. Iterative process for assessment of (a) a traditional AC grid architecture and (b) an LVDC backbone architecture.
3.2. Conversion Loss Model
Several approaches exist for modelling converters. However, it should be mentioned
that an extensive converter model requires a large computation effort without assuring
an adequate accuracy. This is due to the lack of accurate models of generally available
commercial devices. Secondly, an advanced model is quite excessive for merely computing
the losses. In this work, a quasi-static approach is applied which is sufficiently accurate for
this purpose while requiring low computation efforts. The use of this method means that
certain effects that are less significant for loss calculations are neglected in this study [30].
A few of these effects are listed below:
− Effects of temperature on device phenomena. In this article, a constant temperature of
25 ◦C has been assumed.
− The dynamics that occur at higher frequencies due to parasitics as they have a time
scale that is typically much shorter than the switching period.
− Other dynamics related to the switching phenomena, such as the diode reverse
recovery and the tail current of the switch.
Evaluating the power losses of converters according to the quasi-static approach
entails a model that carries out the calculation of the several losses dependent on the
input voltage Vi, the output voltage Vo, the nominal power Pn, and the actual power Pa
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(Figure 4). Based on the first three input parameters, the converter can be accordingly sized
following the parameters and formulas provided in Appendix A. The current and voltage
waveforms, i(t) and v(t), are reconstructed using the principles described in [31,32] and
coded in Python with the aid of the library UliEngineering. By using the quasi-static
approach, the losses are computed over a single switching cycle of the concerning converter
and then accumulated over a time equal to the time period of the AC grid sinewave. Once
the instantaneous power loss over a time period is obtained, these losses are averaged.
Figure 4. Conversion loss model.
Figure 5 displays the different considered converters in this work. The DC/DC buck
converter steps down the input voltage while the bidirectional converter steps up the
input voltage for a positive current (as shown) and steps it down for a negative current.
The topology of the DC/DC bidirectional converter is based on a converter implemented
in a real test setup with a BESS connected on a common DC-bus with variable voltage (see
Appendix A.5). The DC/AC inverter converts a DC voltage to an AC voltage. All these
conversions are accompanied by certain losses.
The mathematical formulations of these losses are given below for every component.
A description of the used symbols of the converter parameters can be found in Appendix A.
The auxiliary self-consumption of the converter as well as the standby losses have been
neglected in this study.
Figure 5. Converter circuits: (a) is a DC/DC buck converter, (b) is a DC/DC bidirectional boost converter, and (c,d) are
single- and three-phase DC/AC inverters.
− Switching losses Psw: These losses occur during the transition phase of the switching
state and depend on the voltage VS across the switch and the current IS flowing
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through the switch. The faster the switching element switches on or off, the lower
the switching losses. The higher the switching frequency or parasitic capacitance,








− Conduction losses Pj in the switching elements: In the model, MOSFETs are considered
as switching elements. These elements have a certain on-state resistance which causes
conduction losses when the switch current with waveform iS(t) is flowing. The time







− Conduction losses PD in the diodes: The same applies for the diodes. However,







iS(t)VF + iS(t)2rT dt (3)
− Core losses PLc in the inductor: As no materials exhibit a perfect magnetic response,
losses occur in the core when the magnetic flux B changes. Thus, there is no direct
proportionality with the magnitude of the current. The calculation of these losses is
based on the approach of the generalised Steinmetz equation and is calculated per
volume unit [35]. The improved Steinmetz parameter is obtained by Equation (5),
















− DC conduction losses PL,dc in the inductor: Due to the DC resistance of the windings,
conduction losses occur. IL is the current flowing through the inductor.
PL,dc = RL,dc I2L (6)
− AC conduction losses PL,ac in the inductor: Skin effects occur due to the high switching
frequency, causing the resistance RL,dc to increase. It should be noted that here only
the AC component of the current IL,ac is taken into account. Secondly, a constant
current density is assumed in the current flowing part of the conductor.
PL,ac = RL,ac I2L,ac (7)
RL,ac =
ρlc
πr2c − π(rc − 1√πσµ0 fs
)2
(8)
− Conduction losses PC in the capacitor: Capacitors have a certain equivalent seriea
resistance which represents conduction losses. The current flowing through the








Energies 2021, 14, 1420 10 of 28
3.3. Consumption Profiles
This study will be performed on the basis of a dataset of almost 1,700 load profiles
obtained by the Flemish DNO Fluvius. These load profiles originate from a suburban
area and are logged through an automatic measurement reading during one year with a
resolution of 15 min. For representing the residential consumers, the load profiles that
comply with the Eurostat classification are used—i.e., profiles with a year consumption
between 1,000 kWh and 15,000 kWh [36]. Furthermore, the load profiles of SMEs are
extracted from the dataset. Finally, the residential and SME load profiles are collected
in a pool and during every iteration 25 profiles (24 residential and 1 SME) are selected
to be analysed. In order to obtain an analysis that is representative of a large number of
types of consumers, this process is repeated for 100 iterations and then represented as a
distribution. In Figure 6, the distributions of the annual consumption for the individual





























































Figure 6. Distribution of the annual consumption for (a) the residential individual consumption, (b) the consumption of
SMEs, and (c) the aggregated consumption.
The distribution for individual residential consumers is clearly a left-skewed rela-
tively dense distribution with a median of 3,750 kWh (Figure 6a). The boxplot showa the
interquartile range (q25–q75) and the outliers, and is overlayed by a scatter. As the SME
load profiles are less represented, and as they inherently exhibit a high variance due to
their different activities, a large spread is observed with a median of about 7,830 kWh
(Figure 6b). The distribution of the aggregated consumption has multiple skews and a
quite large spread with a median of 107.9 MWh (Figure 6c).
3.4. PV-BESS System
The in-plane irradiance is calculated using the Hay & Davies transposition model [37].
As input data, the global horizontal irradiance, diffuse irradiance, and direct normal
irradiance are needed. These data are provided by the Belgian Royal Meteorological
Institute (RMI) together with the wind speed at a 10 m height and the ambient temperature.
The time resolution of the dataset is 10 min, but it is resampled to 15 min in order to match
the load data. PVLib, an open source Python library, is used to calculate the DC power
output [38]. As mentioned previously, the PV installations will be oriented to the south
with a tilt angle of 35◦, which delivers the maximal yield for Belgium [39]. It is assumed
that the PV installations are not exposed to shading due to obstacles. Local variations in
the irradiance caused by moving clouds are assumed to be equal for the whole site.
Regarding the BESS, a battery with a C-rate of 1 has been considered in the simula-
tion. Furthermore, as there is a certain dependency between the voltage and the state of
charge (SoC) for Li-ion batteries, this has been taken into account in the proposed model
in [40]. The relation between these parameters is shown in the curve below (Figure 7) and
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is implemented in the simulation model.






















Figure 7. Battery voltage in the function of the SoC.
The PV and BESS system size depends on the individual consumption for a traditional
AC grid architecture and on the aggregated consumption for an architecture with an LVDC
backbone. For the latter, the sized PV system is spread over the j buildings in proportion to
their roof surface and only one large BESS is foreseen. Furthermore, in order to investigate
later on the sensitivity of the PV and BESS size, a sizing factor ζ is used. This is shown in
Table 2.











BESS EBESS,l = Ppv,l EBESS = ∑nj=1 Ppv,j
3.5. System Voltage
The nominal output voltages of the battery and the PV systems as well as the DC
voltage are important parameters for the design of converters, their conversion efficiency,
and the cable losses. The selected voltages are shown in Table 3 and discussed below:
− Battery voltage:
− Single- and three-phase system: When looking at the market nowadays, two
general centres of gravity are observed: low-voltage systems of 48 V and high-
voltage systems in the range of 400 V. While 48 V batteries are widely available
and accepted as standard for the telecommunication market, high-voltage sys-
tems can have different voltages. This makes 48 V more adequate, as it can be
parallelised with existing systems, combined with other battery technologies,
or easily be replaced [41–43]. Moreover, this voltage is within the range of the
extra-low-voltage class defined by the IEC 60038. Consequently, those systems
have a lower risk of electric shock than high-voltage systems. It should be noted
that this voltage is the nominal voltage.
− LVDC backbone: For larger systems, 48 V cells are stacked in a string configura-
tion in order to obtain the desired voltage. Examples of such battery stacks and
how they are configured can be found in [44,45].
− PV voltage:
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− Single- and three-phase system: The Flemish regulation, the Synergrid C10/11
states that for peak powers of DER larger than or equal to 5 kVA a three phase
connection is committed [46]. Small systems (< 5 kVA) are here configured with
five panels per string while larger systems (≥ 5 kVA) have ten panels per string.
Knowing that the voltage for maximal power of the considered module type is
29.5 V, this leads to the voltages shown in Table 3.
− LVDC backbone: For larger PV systems, the number of panels in series is further
increased to 24 to obtain higher voltages in order to limit the cable losses.
− DC voltage:
− Single- and three-phase system: A unity amplitude modulation index (ma = 1) is
considered in this work to calculate the DC-bus voltage of the inverter. This is
based on research [31] done in that field, were it has been found that overmodu-
lation (ma > 1) leads to a considerable increase in third harmonics in the current,
which increases the current in the neutral conductor as well as the harmonic
distortion of the voltage at grid side. At the other hand ma < 1 leads to a higher
current and voltage harmonic distortion [47,48].
− LVDC backbone: As already discussed before, the operation voltage level of
LVDC systems is today a matter of debate. A trade off has to be made between
reliability, safety, cost, and efficiency. For the presented LVDC architecture, the
efficiency aspect is related to the cable losses but also to the conversion losses.
The latter is very dependent on the nominal voltage the battery and the PV
system is operating on. The optimal voltage level for maximal efficiency will be
determined and used in the further analysis.
Table 3. Nominal system voltages.
Single Phase System Three Phase System LVDC Backbone
BESS vi,bess 48 V 48 V 720 V
PV vi,pv 147.5 V 295 V 708 V
DC-voltage vi,dc; vo,dc 325 V 650 V -
AC-voltage vo,ac 230 V 400 V 400 V
3.6. Power Flow Analysis
The aim of the power flow analysis is to compute the occurring cable losses. Therefore,
a feeder model has been developed and populated with customers, represented by their
power consumption. The consumption profiles obtained from the DNO, and collected
iteratively in a pool, has been used for this purpose. No information about the type of
connection, single-phase or three-phase, as well as the phase connection of the single-phase
customer, has been delivered. For that reason, the type of connection has been exposed to a
certain degree of randomness. However, as already discussed, for PV inverters of 5 kVA a
three phase connection is committed. It is thus assumed that customers with an inverter
power ≥ 5 kVA have their loads connected to the three phases in order to comply with
the requirement of not having an unbalance between the phases larger than 5 kVA [46].
For systems smaller than 5 kVA, or when no PV is considered at all on AC-side, the type of
connection is determined randomly based on a numerical distribution. This distribution
is based on a dataset delivered by Fluvius containing the maximum power drawn from
the grid as well as the type of connection for almost 34,000 customers without PV. As can
be seen in Table 4, as the peak power increases the probability of having a single-phase
connected customer decreases. For three-phase connected customers, the household load
is considered to be symmetrical distributed over the three phases.
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Table 4. Probability of single-phase connection in function of the peak power.
Peak power (kW) 1–2 2–3 3–4 4–5 5–6 6–7 7–8
Single-phase connections 100.0% 87.9% 81.2% 65.8% 54.5% 37.7% 29.6%
Peak power (kW) 8–9 9–10 10–11 11–12 12–13 13–14 14–15
Single-phase connections 9.0% 33.3% 0.5% 0.7% 0.0% 0.0% 0.0%
Single-phase loads and especially single-phase PV systems cause distribution systems
to be unbalanced. Voltage unbalance has many detrimental impacts, such as an increase
in losses in the transformer and in the cables [49]. It is thus necessary to perform a three
phase power flow analysis to be able to accurately estimate these losses. A straightforward
single-phase representation of the system to compute the power flow is exempted. For this
work the system is decomposed into symmetrical components and then solved by the
forward-backward sweep (FBS) power flow method for the power flow calculation at the
AC-side [50]. The feeder is modelled by a primitive impedance matrix containing the
self-impedances as well as the mutual impedances. For the DC-side, the power flow is
also computed by the FBS method considering the resistance of the line. For both cases the
slack bus is defined as the beginning of the feeder as shown in Figure 8 [51].
Figure 8. Busses and nodes in the feeder and in the LVDC backbone.
The output result of the power flow analysis is represented by the following collection sets:
ix,y(t) = {i1,y(t), i2,y(t), . . . , ip,y(t)} (10)
ux,y(t) = {u1,y(t), u2,y(t), . . . , up,y(t)} (11)
Z = {Z1, Z2, . . . , Zn} (12)
R = {R1, R2, . . . , Rm} (13)
y ∈ [1, 2, . . . , 100]; t ∈ [0, 1, . . . , 35, 040]; (14)
x ∈ [0, 1, 2, 3]; for ac grid (15)
x = 0; for LVDC backbone (16)
Equations (10) and (11) represent the currents and voltages over the network, for every
line x and for every iteration y. These are calculated with the assumption that the power
factor is 0.95. The p currents and voltages are computed for every timestep t, with p = n for
the AC grid and p = m for the LVDC backbone. For the LVDC backbone a unipolar network
topology is considered. Additionally, also the impedances and resistances in Equations (12)
and (13) are considered as outputs for the calculation of the losses. In Equation (14), the
range of the parameters x, y and, t are shown. The power flow is analysed on a 15 min
resolution, thus an array with size 35,040 x p will be obtained as result for the currents
and voltages for every conductor for a complete common year. The parameters of the
network used for the simulation of the power flow and the calculation of the losses are
indicated in Table 5. It should be mentioned that the appropriate cable size is selected
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from the table in Appendix A.4 according to the largest current flowing in the network [52].
The authors do not rely on the typical feeder cable sections used in Flanders’ low voltage
grid, in order to obtain an adequate comparison between the architectures with respect to
the current density. The current ratings and resistances are based on buried cables with
soil temperature of 20 ◦C with laying depth of 0.7 m conform the Belgian standard NBN
HD603. The cable temperature is assumed to be constant.









See Appendix A.4rt (Ω/km)
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3.7. Loss Calculation
The conversion losses are calculated for every converter separately considering vari-
ables such as the voltages or the produced power.
PDCDC,BESS(t) = Pconv(vi,bess(t), vo,dc, Pm, Pa(t)) (17)
PDCDC,PV(t) = Pconv(vi,pv(t), vo,dc, Pm, Pa(t)) (18)
PDCAC,grid(t) = Pconv(vi,dc, vo,ac, Pm, Pa(t)) (19)
The nominal power Pn depends on the sizes of the systems, which are determined in
Table 2. The losses occurring in the bidirectional DC/DC converter of the BESS
PDCDC,BESS(t), the DC/DC converter of the PV system PDCDC,PV(t), and the DC/AC





(PDCDC,BESS(t) + PDCDC,PV(t) + PDCAC,grid(t)) · 0.25 (20)
This process is repeated during every iteration y for every selected load profile
Pcons,l(t), and the result is stored in a 100 x 1 array. The same approach is applied for
the cable losses. These are computed for every line and summed in order to obtain the
total cable losses. Note that this is an element-wise () operation. For an architecture with








ix,y(t)2  R · 0.25 (21)
For an architecture with shared assets on an LVDC backbone, the cable losses are
calculated for the AC-part and for the DC-part (second part of Equation (22)) separately












ix,y(t)2  2 · R · 0.25 (22)
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3.8. SCI and SSI
The SCI represents the share of the produced PV energy that is instantly consumed
or stored in the BESS. This is expressed by the ratio of instantly consumed or stored PV
energy, excluding the occurring conversion losses Pconv,l(t), to the total produced energy.
The SSI represents the share of the energy consumption that is instantly supplied by the PV
installations or the BESS, excluding the occurring conversion losses. For an architecture












min(Ppv,l(t), Pcons,l(t) + PBESS,disch,l(t))− Pconv,l(t)
∑nl=1 Pcons,l(t)
(24)
For an architecture with individual assets but with the possibility to share energy,
the l individual consumption profiles, PV profiles and BESS charge profiles are aggregated

















l=1(Pcons,l(t)) + PBESS,disch,l(t))− Pconv(t)− Pcable,tot,ac(t)
∑nl=1 Pcons,l(t)
(26)
When the PV systems and BESSs are aggregated on an LVDC backbone, the SCI and
















l=1(Pcons,l(t)) + PBESS,disch(t))− Pconv(t)− Pcable,tot,bb(t)
∑nl=1 Pcons,l(t)
(28)
4. Optimal Voltage Level
For this study, the determination of the optimal voltage level is confined to the
efficiency aspect. A holistic approach taking into account, e.g., the safety aspect or the
economic aspect, for the determination of the optimal voltage is certainly a requirement
in the light of the development of such grid architectures in the near future as well as the
establishment of the according standards. Moreover, as already discussed, the efficiency
optimal backbone voltage depends strongly on the system voltages. This implicates that a
case-by-case approach is required therefore, or at least a classification in function of the
system scale. However, the system voltages selected in this study are surely representative
for grid systems of this order of magnitude. For the median aggregated load of 107.9 MWh
and ζ = 1 the installed PV power amounts 107.9 kWp and the BESS capacity amounts
107.9 kWh.
The voltage is directly related to the power transfer capability; the higher the voltage,
the more power can be transferred with the same cable. Inversely, when the power is
considered constant, a higher voltage leads to a lower current and a smaller required cable
section. The cable section is sized according to the maximum cable ampacity delivered by
the manufacturer and shown in Appendix A.4 with the additional condition that the voltage
in the network does not exceed the imposed voltage limit. Due to lack of international or
national standards, this voltage limit is based on the Finish SFS-6000 standard which limits
the DC voltage to the range –25% to +10% [53]. Secondly, this voltage limit is assumed
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as a compromise to minimise the conversion losses whilst installing an affordable and,
from practical point of view, a manageable cable.
In Figure 9a, the median of the losses at DC-side is plotted in function of the backbone
voltage and the total cable length for the presented case. The length of the cable between the
different connections is in proportion with the cable lengths given in Table 1. The analysis
is limited to voltages within the upper limit level of 1,500 V imposed by the IEC 60038
standard for LVDC [54]. A margin of 100 V has been applied for eventual voltage rise.
It is obvious that a low voltage leads to considerable higher conduction losses. As the
voltage increases the conversion losses are manifesting to a higher extent, which can be
explained by the increasing voltage ratio. Although, for longer cables the cable losses are
manifesting on a higher degree. This is clearly perceptible in Figure 9b, while the optimal
voltage amounts 700V for cable lengths up to 525 m, for longer cable lengths the optimal
voltage amounts 1,200 V. For a cable length of 400 m, the optimal voltage is 700 V and the
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Figure 9. Optimal voltage: (a) sensitivity analysis on voltage in function of total losses and (b) optimal voltage in function
of the cable length.
5. Results and Discussion
5.1. Conversion and Cable Losses
In this paragraphm the occurring losses are analysed from the slack bus on to the
end of the AC feeder and the LVDC backbone with sizing factor ζ = 1. As the analysis
is performed 100 times on a dataset selection of 25 consumption profiles, the results are
shown as a distribution. When comparing the cable losses in Figure 10a, it is noticed that
on AC-side the losses decrease with at least 0.5 percent points for an LVDC backbone
architecture. This is due to the absence of PV injection and the many single-phase PV
installations on AC-side causing voltage unbalances and thus, an increasing homopolar
current which causes increasing cable losses in the neutral conductor. The losses at DC-side
are very significant and leads to an unfavourable energy balance regarding the cable losses,
compared to the traditional AC grid. There is no self-consumption at DC-side, except the
BESS on the second last node. As a consequence the peak power transported by the LVDC
backbone is high, resulting in high currents and, given the quadratic relation, much higher
losses. Secondly, for the traditional AC grid the losses gradually rise for every node starting
from the end of the feeder, while on the LVDC backbone the current of the aggregated
PV system flows in a larger part of the cable. Overall, the losses for an LVDC backbone
architecture are 0.9 percent points lower.
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Figure 10. (a) Cable losses and (b) conversion losses.
Regarding the conversion losses shown in Figure 10b, the energy savings are very
substantial. A reduction of at least 12 percent points is observed. First, the favourable
system voltages play an important role to this. Due to the low voltage ratio, the several
conduction losses as well as the switching and core losses are minimal. Furthermore,
the larger scale of the system ensures a better efficiency. This can be explained by the
fact that the switching and core losses are not proportional to the scale of the system.
The on-state resistance RDS,ON of the MOSFET declines at a faster rate than the increase
rate of the continuous drain current Ic. The opposite applies for the switching times ton
and to f f , it increases at a slower rate than the continuous drain current. This can be seen in
the table added in Appendix A.2. The core losses of the inductor are basically independent
on the magnitude of the current but on the derivative of the magnetic flux density. Larger
systems within e.g., the range of 100 kW have relatively less switching and core losses
than smaller systems of e.g., 3.8 kW. Analysis of the share of the conversion losses of every
converter reveals that the DC/AC-inverter losses reduce from 8% to 1.8% and the BESS
DC/DC converter losses reduce from 4.9% to 0.6%. The energy savings for these converters
is relatively higher than for the PV DC/DC-converter for which the losses reduce from 1.8%
to 0.5%. The higher loss reduction for the DC/AC-inverter and the BESS DC/DC-converter
is the result of the larger scale and the lower voltage ratio.
The error bars in the plot represent the 25th (q25) and 75th (q75) percentile of the
distribution. It should be noted that, for the conversion losses, the error bars represent
the variance of the total conversion losses. For the losses on AC-side, regardless the grid
architecture, the variance is quite considerable. Conversely, for the losses on DC-side
the variance is very small to negligible. This can be attributed to the relatively denser
distribution (of the aggregated consumption shown in Figure 6) compared to individual
consumers. Moreover, the sizing of the converters differs less for an LVDC backbone
architecture than for a traditional AC grid. In Appendix B the power flows as well as
the loss profiles for a cloudy winter day and a sunny summer day are shown for both
architectures considering arbitrarily selected load profiles.
5.2. SCI and SSI
As already discussed, aggregating load consumption and allowing energy sharing
within a community creates benefits in terms of SCI and SSI. When a traditional AC
grid is considered with individual meters the median of the SCI is, as shown in Figure
11a, 59%. If the produced energy as well as the BESSs is shared—i.e., a community is
created with shared meter—the SCI increases by 3 percent points to 62%. Aggregation
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of PV and BESS on an LVDC backbone leads to a further increase in the SCI to 64%,
caused by the significant increase in the conversion efficiency. When considering only the
interquartile range (q25–q75), the spread is quite similar for the three situations and there is
no overlap, which means that an increase in SCI is very probable. Although, the minimum
and maximum in the three situations overlaps. For an LVDC backbone architecture the
maximum decrease is about 2.5 percent points while the maximum increase is 6.6 percent
points compared to an AC grid with shared meter.
Individual PV & BESS
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Shared PV & BESS
AC grid
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Figure 11. Distribution of the (a) self-consumption and (b) self-sufficiency for the three grid architectures.
The SSI, which is in fact a measure of the purchased energy from the grid, increases
substantially (Figure 11b). For a traditional AC grid with individual meters, the median
of the SSI amount 46%. An increase in more than 6 percent points is achieved for an
AC grid with shared assets and 12.5 percent points for an LVDC backbone architecture.
As there is no overlap between the distributions (q0.35–q99.65), it could be stated with
high certainty that an LVDC backbone has a benefit compared to a traditional AC grid.
These significant benefits are the consequences of aggregating the consumption and the
decreased conversion losses. When aggregating different consumption profiles the load
factor increases compared to an individual consumption profile. This is mainly due to the
general non-synchronity of the daily peak demand between individual users [21]. As the
size of the PV system for an AC grid with shared assets and for an LVDC backbone is
proportional to the aggregation level, the increase in the SCI is not as high as the increase
in the SSI.
5.3. Saving in BESS and PV
Until now, the analysis has only been based on a 100% PV penetration level and
a BESS capacity of 1 kWh per kWp PV. In order to investigate for which PV or BESS
sizes an LVDC backbone is beneficial, a sensitivity analysis is performed. The analysis
consists of a calculation of the SSI for the traditional AC grid architecture with shared
PV and BESS and an LVDC backbone with aggregated PV and BESS. The PV penetration
level defines the percentage of grid users having a PV installation, or when an LVDC
backbone architecture is considered, the ratio of the PV produced energy to the aggregated
consumption. Figure 12a shows that for systems with PV penetration level lower than 64%
an LVDC backbone architecture is not beneficial. The additional cable losses on the DC-side
are then more significant as well as the increasing conversion losses due to the smaller
converters. The increase rate of the SSI declines for both architectures with increasing PV
penetration level since more PV surpluses cannot be consumed directly.
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The relationship of the BESS size, expressed in kWh/kWp, and the SSI is shown in
Figure 12b. A slight declining increase rate of the SSI is observed with increasing BESS. This
is mainly due to the seasonal character of the solar irradiance. However, the rate is declining
much faster for the AC grid architecture than for the LVDC backbone architecture. This
can be attributed to the fact that for larger BESS sizes the conversion efficiency increases
due to the scale effect. For BESS smaller than 0.18 kWh/kWp, a LVDC backbone is not
beneficial, the conversion efficiency is lower and the cable losses at DC-side are having the
upper hand.
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Figure 12. Sensitivity analysis of SSI in function of (a) the PV penetration level, (b) the BESS size and the savings in (c)
PV and (d) BESS for aggregated PV and BESS on an LVDC backbone compared to a traditional AC grid with shared PV
and BESS.
It has already been proven in this study that an LVDC backbone architecture leads
to an increase in the SSI for PV and BESS sizes that are large enough. Inversely, it can
be stated that these assets could be sized smaller while resulting in the same SSI as the
AC grid architecture, which means that on annual basis the same amount of energy
has to be purchased from the grid. The SSI has been considered in this analysis as it is
easily translatable to an economic value. When considering a BESS size of 1 kWh/kWp
(Figure 12c) a saving in PV is achievable when the minimal desired SSI is 43%. As the
desired SSI increases, the saving in PV increases too until it reaches a maximum realisable
saving of 13.5% for a SSI of 53%. As the BESS size is proportional to the installed PV capacity
it is obvious that the same saving can be achieved for the BESS capacity. In Figure 12d the
saving in BESS is represented for a grid with a PV penetration level of 100%. A saving in
BESS can be achieved when the minimal desired SSI is 40%. As the desired SSI increases,
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the potential saving in BESS increases gradually. Important to notice is that an LVDC
backbone is not beneficial when no BESS is foreseen. This can be translated to the fact
that the saving in conversion losses of the BESS has a significant contribution to the total
saving. The maximum saving is achieved when a SSI is desired of 55%, the saving is than
22% compared to the needed BESS in a traditional AC grid with shared meter for the same
desired SSI. These results exhibit the possible benefit of an LVDC backbone in urban areas
with high PV penetration level.
6. Further Investigation
It has been proven that the LVDC backbone architecture has many benefits, especially
in terms of SSI and conversion efficiency. This grid architecture has the potential to be
implemented in existing grids where the distribution cable is highly congested and a rein-
forcement is needed. A second possible application are new districts where the penetration
of PV is expected to be high. Furthermore, the LVDC backbone could also be a way to
optimise the electrical vehicle (EV) infrastructure integration in the low voltage distribution
grid. Advantages of EV integration on DC are inter alia simplified control and better
efficiency [55,56]. These advantages could be quantified during later investigations.
An important parameter related to the efficiency is the voltage level. This has been con-
sidered as a constant 700 V in order to obtain maximal efficiency. However, a dynamic
voltage level could possibly be more efficient given the inherent voltage variations of the
PV installations and BESSs. In a future work a voltage optimisation control will be set up
and the dynamic voltage solutions will be studied. More generally, the optimal voltage
level should also be assessed to following aspects: safety, reliability and cost. After all,
the usefulness of a bipolar LVDC backbone will be investigated which could be interesting
when having multiple PV installations of different scale.
One of the main differences between the AC grid architecture and the LVDC backbone
architecture is the number of converters. For an LVDC backbone the number of converters
can be drastically reduced. Moreover, it is found that the nominal power of the converters
is not proportional to its weight, which means that a larger system will have a lower
specific weight than a small system (Figure 13a). As a consequence, this grid architecture
contributes to the reduction in the material footprint which is promoted by the European
Commission, notwithstanding the need of an additional cable [57]. The latter has to be
compared with the material footprint for a reinforced AC grid with the same capabilities in
order to obtain a fair comparison. Furthermore, the cable will be exposed to its maximal
ampacity only during a limited number of hours a year, i.e., when the PV production
is maximal in the summer. This means that the cable could eventually be sized smaller
provided that the emergency ampacity would not be exceeded. Additionally, the material
needed for grid connection of PV and BESS as well as the protection devices for both
architectures should be compared. Based on these aspects a complete analysis could be
made assessing the potential material reduction [58].
Additionally, the orientation and tilt angle of the PV installation is in this study
considered the same for the whole installation. The study [59] showed that for individual
consumers a benefit in terms of SSI is possible as well as lower cable losses due to lower
peak power. However, it should be investigated whether a multi-oriented aggregated PV
installations in a community could lead to a further increase in the SSI and a decrease in
the losses in the LVDC backbone.
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Figure 13. Prices and weight information of DC/AC-inverters with (a) the weight per nominal power unit and (b) the price
per nominal power unit.
Finally, an economic analysis will provide insight into the feasibility of such a grid
architecture, which is important for, e.g., investors, grid operators, and energy cooperatives.
Only when it is proven that the investment in the infrastructure is beneficial and reduces
the cost for society compared to the traditional architecture could this system be realised.
This means that a total cost of ownership analysis should be performed as well as a payback
analysis. These analyses should include the cost for grid connection, the system balance
cost (e.g., PV modules, converters, mounting frames, and cables) as well as the labour cost.
Figure 13b illustrates that the specific cost per power unit for inverters decreases as the
nominal power increases, which means that a larger system is considerably cheaper than
multiple small converters [43]. The cable investment cost constitutes mainly the cost for
earthworks, such as the trenching or digging work, and the purchase cost of the cable.
Based on data published by the Flemish DNO [60], the cost for the placement of a cable
is only about 10% of the total investment cost. As a consequence, the placement of an
additional cablewill not constitute a substantial share of the total cost.
7. Conclusions
In this article, the benefit of a hybrid AC/DC grid architecture with an LVDC backbone
for the connection of PV and BESS has been analysed. Firstly, the optimal voltage level
of the LVDC backbone was investigated. It was found that for cable lengths less than 500
m, the conversion losses take the upper hand. As a consequence, the optimal voltage is
equal to the nominal voltage of the PV installation and BESS. For longer cable lengths, the
optimal voltage increases in order to reduce the cable losses. Due to the optimal voltage
selection, the conversion losses are drastically reduced compared to a traditional AC grid.
The reduction amounts to 12 percent points. Regarding the cable losses, they increased by
0.9 percent points due to the additional cable and due to the high PV power injected into the
LVDC backbone. The reduction in voltage unbalances as well as the absence of PV injection
in the AC grid causes the cable losses on the AC side to reduce by 0.4 percentage points.
The SCI is found to increase by 5 percent points compared to an AC grid with indi-
vidual assets and 2 percent points compared to an AC grid with shared assets. The SSI
increases by 12.5 percent points compared to an AC grid with individual assets and 6
percent points compared to an AC grid with shared assets. In both the SCI and SSI, the sav-
ing in losses of the LVDC backbone have an impact. These benefits can be translated to a
reduced amount of energy injected to the grid and a more significant reduction in energy
purchased from the grid. The increase in SSI is only achievable for grids where the PV
penetration level is higher than 64%. As the penetration level increases, the benefit of an
LVDC backbone increases compared to an AC grid with shared assets. Furthermore, it has
been found that for an LVDC backbone without BESS, the SSI is less favourable. Only when
the BESS size is larger than 0.18 kWh per kWp installed PV, does the SSI become higher.
Energies 2021, 14, 1420 22 of 28
When a constant BESS size of 1 kWh/kWp is considered, a saving of 13.5 percent of
PV capacity is realisable by aggregating PV and BESS in an LVDC backbone instead of
having an AC grid with shared assets. This means that the BESS size can also be reduced to
the same extent. When the PV penetration level is 100%, a saving of BESS capacity of 22% is
achieved. In addition to this, the number of converters is highly reduced and only one large
DC/AC inverter is needed. Based on manufacturer data, it has been found that the specific
weight decreases with the increasing nominal power of the inverter. These material savings
as well as the economic viability of the LVDC backbone could be further investigated in
future work. However, the economies of scale of energy communities coupled with the
reduction in PV and BESS size for an LVDC backbone will likely lead to a shorter payback
time. This, in turn, leads to a better return on investment, and the possibly of a lower
energy invoice for the members of the community.
The benefit of a dynamic voltage in terms of efficiency will similarly be investigated
and a dynamic voltage optimisation control will be developed. Regarding the power
quality issues in the low-voltage distribution grid caused by the high PV penetration level,
this is highly reduced due to (i) the segregation of load and generation storage and (ii) the
aggregation of PV and BESS on DC. After all, this study showed that the LVDC backbone
architecture has various benefits and can be a solution for an optimal integration of PV and
BESS, aiming at an increased SSI ofor energy communities.
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Appendix A. Parameters and Specifications
Appendix A.1. General Parameters
Table A1. General parameters.
Symbol Parameter Value
VF Diode forward voltage 1.45 V
rT Dynamic resistance 0.5 mΩ
fs,dcdc Switching frequency DC/DC-converters 50 kHz
fs,dcac Switching frequency DC/AC-converters 4 kHz
∆u Maximal allowable voltage ripple 5%
∆i Maximal alowable current ripple 5%
µ0 Permeability of free-space 4π10−7 H/m
µr Relative permeability of the core material 256
ρ Specific resistance of the inductor winding 1.68 · 10−8 Ωm
Bmax Saturated magnetic flux density of core material 0.5 T
α Steinmetz material constant 1 1.43
β Steinmetz core material constant 2 1.585
k Steinmetz core material constant 3 15.144
σ Conductivity of the inductor winding 5.96 · 107 S/m
Ae,type Effective area of the typical core 279 mm2
le,type Effective length of the typical core 144 mm
le,type Effective turn length of the typical conductor 97 mm
lair Air gap length 10 mm
J Allowed current density in the inductor winding 2 · 106 A/m
K Window utilization factor of the inductor 0.5
Appendix A.2. Switch Parameters
Table A2. MOSFET parameters.
ID (A) Vce (V) RDS,ON (Ω) ton (ns) toff (ns) Coss (nF) Type
5 1,700 1 6 11 0.012 C2M1000170D
10 1,200 0.28 5.2 10.8 0.023 C2M0280120D
15 900 0.17 27 25 0.04 E3M0120090D
35 1,000 0.065 20 19 0.06 C3M0065100K
72 1,700 0.045 48 65 0.171 C2M0045170D
118 900 0.02 40 63 0.296 NTHL020N090SC1
219 1,200 0.012 35 150 0.66 APTMC60TLM14CAG
423 1,200 0.0042 76 168 2.57 CAS300M12BM2
800 1,700 0.01 485 790 0.3 5SND 0800M170100
1,000 1,700 0.0084 270 570 1.285 5SNG 1000X170300
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Appendix A.3. Converter Design Equations
Table A3. Inductor design parameter calculation.
DC/DC Buck DC/DC Boost DC/AC Inverter





Area product Ap = LImaxJKBmax
Scale factor S f =
Ap
Ap,type
Effective core length (m) le = le,typeS f
Effective core area (m3) Ae = Ae,typeS f






Total conductor length (m) lc = lc,typeS f N




Total conductor DC resistance (Ω) RL,DC =
ρNLw,typeS f
Ac
Core volume (m3) Vc = Vc,typeS3f
Table A4. Capacitor design parameter calculation.
DC/DC Buck DC/DC Boost
Capacitor (F) C = ∆Imax8 fs∆Vmax
Equivalent serie resistance (Ω) RC = ∆Vmax∆Imax
Appendix A.4. Cable Parameters
Table A5. Maximal permissible current Iz and cable resistance rt for EAXVB cable.
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Appendix A.5. Test Setup Bidirectional BESS DC/DC Converter
Figure A1. Specifications of the real test setup.
Appendix B. Power Flows and Losses Visualisation
Appendix B.1. Traditional AC Grid Architecture
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Figure A2. Visualisation of the total power flows and losses for the AC grid architecture with (a) the
power flows and (b) the conversion and cable losses for a cloudy day in the winter and (c) the power
flows and (d) the conversion and cable losses for a sunny day in the summer.
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Appendix B.2. LVDC Backbone Architecture
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Figure A3. Visualisation of the total power flows and losses for the LVDC backbone architecture with
(a) the power flows and (b) the conversion and cable losses for a cloudy day in the winter and, (c) the
power flows and (d) the conversion and cable losses for a sunny day in the summer.
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